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the  project  including  Bruce  Baccei,  Hanah Mirzah,  Nelson  Dichter,  Daniel  Berman,  Steven  Rutter,  Bill  Sherbert,  Steve 
VanPeursem, Philip Johnston, John Lund, Mark Modera, and Jerine Ahmed. Their input and support is appreciated. 
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field evaluation was hosted by Harley Davidson of Sacramento who were encouraging and accommodating in all aspects of 




SMUD's Customer Advanced Technologies  (CAT) program works with customers  to encourage  the use and evaluation of 
new  or  underutilized  technologies.  The  program  provides  funding  for  customers  in  exchange  for  monitoring  rights.  






The  information  in  this  report  is provided by SMUD as a service  to our customers. SMUD does not endorse products or 





































































Approximately  35%  of  all  electricity  generated  in  the  United  States  is  consumed  in  commercial  buildings;  on  average 
roughly  30%  of  this  is  used  for  heating,  cooling,  and  ventilation. When  fuel  combustion  for  heating  is  included, HVAC 
accounts for more than 35% of the primary fuel consumption associated with commercial buildings (EIA 2012). In California, 
cooling and ventilation usually account for more than 25% of the annual electricity use in commercial buildings (CEC 2006) ‐ 
and  roughly  5‐10%  of  the  total  statewide  annual  electricity  use. While  the  fraction  of  electricity  use  for  cooling  and 
ventilation in California commercial buildings is somewhat smaller than other regions, when fuel combustion for heating is 
considered HVAC still accounts  for 30% of primary  fuel consumption  for these  facilities. Furthermore, HVAC accounts  for 
more  than  30%  of  the  greenhouse  gas  emissions  associated with  commercial  buildings  in  California,  this  amounts  to 
statewide  annual  emissions  of  more  than  23 MMT  CO2e  (CEC  2006,  CARB  2014).  Increases  in  HVAC  efficiency  have 
enormous potential to reduce our energy consumption and carbon footprint.  
Heating  cooling  and  ventilation  in  commercial  buildings  is  served  predominately  by  rooftop  packaged  air  conditioners 
(RTUs). RTUs are used widely  throughout  the world  for  their ease of  installation and minimal engineering  requirements. 
However, these systems have only advanced  in  incremental ways since the  form  factor became popular; and they utilize 
technology that has not evolved to keep pace with the efficiency improvements that have been implemented in other key 
end‐use sectors. Many studies have shown that these systems provide improper ventilation rates, result in poor occupant 
comfort, and cause  significant energy waste.  Industry estimates  suggest  that more  than 70% of  rooftop units are  single 
speed systems, that 40‐50% of these systems are oversized, and that 60‐85% of them suffer from major inefficiencies such 






the  statewide electric network  (EIA 2014, CEC 2006). Grid management  is anticipated  to become more  challenging as a 
larger number of intermittent renewable generators are brought on to the network. Since air conditioning loads are such a 
singularly large fraction of statewide demand, these systems will play a key role in for the future of grid management. 
There are a variety of strategies  to  improve  the efficiency of rooftop air conditioners. This study evaluates  the observed 
performance  for  the  Daikin  Rebel,  the  first  RTU  designed  to  meet  US  DOE  EERE’s  “High  Performance  Rooftop  Unit” 



















Overall performance of  a new  technology  can  vary by  location  and  application,  and  can be  impacted by  the quality of 
installation  and  ongoing  service.  As  a  result,  industry  standard  ratings  and manufacturer  specifications  do  not  provide 








Another objective of  this project was  to document practical challenges associated with  installation and operation of  this 




Finally,  field  measured  performance  for  the  unit  was  compared  to  manufacturer  stated  performance  data  for  a 
conventional  rooftop  unit  that  complies  with  2013  California  Building  Energy  Efficiency  Standards  (CEC  2012).  This 
comparison  allows  for  direct  assessment  of  the  energy  benefits  for  the  Rebel  across  a  range  of modes  and  operating 
conditions.  It  should  be  noted  that  California’s  Building  Energy  Efficiency  Standards  are  already more  advanced  than 
ASHRAE 90.1, and  incorporate prescriptive  requirements  for  some of  the  features US DOE EERE advanced  specifications 
only encourage. Most  importantly Title 24 prescriptively  requires new  vapor  compression equipment >65,000 btu/hr  to 
adjust fan speed and compressor operation in response to load:  
Section 140.4 (e) 5.B 







In  2011,  US  DOE  EERE  released  the  “High  Performance  Rooftop  Unit”  specification  (DOE  2015)  as  part  of  the  High 
Performance Rooftop Unit Challenge that encourages manufacturers to introduce systems with best‐in‐class efficiency. The 




DOE’s  “High  Performance  Rooftop Unit”  challenge  specification  –  Carrier,  Lennox,  7AC  Technologies,  and  Rheem. Also, 
review of manufacturer literature indicates that there are other products that would meet DOES’s Challenge requirements, 
including Trane’s Voyager e‐Flex with a stated IEER of 20 (Trane 2014). 












































































































Nominal Cooling Capacity Range Addressed (tons)  All All  10‐20  >7.5 3‐15
Rated Cooling Efficiency (AHRI 340/360)2     
EER  11.2 12.2  NA  NA 12.6
IEER  11.4 14.0  18.0  NA 20.6
Rated Heat Heating Efficiency (AHRI 340/360)     
Thermal Efficiency  NA >80%  >80%  NA 80%
COP  @47/43  NA 3.4  NA  NA 3.66
COP @ 17/15  NA 2.4  NA  NA 2.9
Fan Operation     
Part speed for ventilation mode        
Part speed for part capacity cooling        
Part speed for part capacity heating        
Compressor Operation     
Staged capacity compressor control        
Variable capacity compressor control        
Advanced Economizer Capabilities     
Integrated economizer control        
Modulating damper for minimum supply air temperature       
Differential dry bulb economizer control        
Ventilation     
Modulating damper to maintain ventilation with reduced fan speeds       
Demand controlled ventilation        
Low Leakage dampers        
Control     
Remote monitoring and control        
Automated Fault Detection and Diagnostics        
Demand response capabilities        
Other     
Variable speed condenser fan control        
Electronically Controlled Expansion Valves        








The  Daikin  Rebel  is  one  of  the  most  advanced  vapor 
compression  rooftop  air  conditioners  currently  available. 
The system  incorporates a variety of measures to  increase 
efficiency,  some  of  which  are  highlighted  specifically  as 
required features in the previously discussed specifications 
and  standards,  but  some  of  which  are  not.  The  Rebel’s 
main  efficiency  features,  and  their  particular  advantages 
are summarized in the following sections. 
Figure  2  provides  a  schematic  illustration  of  the  rooftop 
unit  and  identifies  all  major  components.  Figure  3 






to  provide  code  required  ventilation  air  by mixing  some  fraction  of  outside  air  into  a  recirculated  air  stream. While 
ventilation is important for indoor air quality, the traditional approach is wasteful because it moves much more air than is 
required. A variable  speed  supply  fan allows  for  substantial energy  reduction during ventilation periods by  reducing  the 
continuous supply air volume moved. According to the fan affinity laws, power tends to scale with the cube of speed:  






Variable speed  fan operation  is also useful  for part capacity heating and cooling, where airflow  rates can be adjusted  in 
sequence with  compressor  speed  to  provide  an  appropriate  amount  of  cooling with  substantially  reduced  fan  power. 
Recent research suggests  that  the  interplay between  fan speed and compressor speed has  important  implications  to  the 
system efficiency and to the balance of sensible and latent cooling capacity. According to a study by Pistochini and Modera, 







in applications where dehumidification  is needed,  compressor  cycling will degrade  the amount  latent  cooling generated 
because  condensation  accumulated on  the  coil will  re‐evaporate  into  the  circulated  air  stream  as during  those periods 
when the compressor turns off (Shirey 2006). For conventional machines, this can be especially challenging during part load 
periods because cycling at a 50% runtime fraction can effectively eliminate all capacity for dehumidification.  
Part  speed  compressor  operation  also  improves  efficiency  of  the  vapor  compression  cycle  because  heat  exchange 
effectiveness increases when mass flow rates decrease, and because compressor efficiency is higher at part speed. 















maintain  prescribed  ventilation  rates  as  the  supply  fan  changes  speed  in  sequence with  cooling  capacity.  Therefore,  a 
modulating outside air damper is an essential feature for any rooftop unit that operates with variable fan speed. An added 
advantage of  this modulating damper  capability  is  that  it easily allows  for application of demand  controlled ventilation.  



















 Var. Speed Supply Fan  Var. Speed Condenser Fans  Outside Air & Outdoor Coil 

































 a. Variable Speed Compressor  Startup Bypass Sol. Valve  Reversing Valve 
 b. Fixed Speed Compressor  Indoor Air  & Indoor Coil   Elec. Expansion Valve  
 Receiver  Elec. Expansion Valve  Ref. Flow in Cooling 












The project engineer and  local  code official negotiated a  smaller  “auto  repair  shop”  floor area and  resulting ventilation 
requirement  based  on  1,500  ft2  of  space  that  is  actually  occupied  by  repair work  stations. As  a  result,  the  continuous 






























































1. The unit was  initially setup so that the supply  fan would run at  full speed during all hours, regardless of cooling 
load,  and  whether  or  not  the  space  was  occupied.  Before  this  issue  was  resolved,  the  setup  had  basically 
eliminated one of  the greatest opportunities  for energy  savings with advanced  rooftop units, and had added a 
number of unnecessary operation hours. 
2. The modulating  damper was  not  properly  configured,  and was  setup  to  remain  in  a  fixed  position  for  all  fan 
speeds. This resulted in excess ventilation at high fan speeds, and inadequate ventilation at lower fan speeds.  The 




and  allows  for  seven  day  scheduling  of  occupancy  and  set  points.  Initially,  the  contractor  did  not  utilize  this 
thermostat because it used an unfamiliar digital control interface. Instead, a series of timers and override switches 
were  installed to control the unit.  Incidentally, this arrangement  is not allowed by Title 24 – California’s Building 
Energy Efficiency Standards require the use of programmable thermostats. 







air conditioners and heat pump systems. While  these  technologies offer  the possibility of significant energy savings,  it  is 
very  important that the  industry develop stronger capabilities surrounding the proper application of these opportunities. 
The  research  team  recommends  that  any  efforts  to  advance  the  broader market  adoption  of  these  solutions must  be 
accompanied by strong educational components, and should  incorporate mechanisms that actively facilitate proper setup 
and  commissioning. Utilities, manufacturers,  regulators  and  industry  associations  need  to work  closely  together  in  this 
regard because the higher degree of complexity with most advanced rooftop unit introduces more opportunity for failures. 
















coefficient  of performance.  Since  the  supply  fan,  compressor  speed,  and damper positions modulate  continuously,  the 
Rebel operates in a very dynamic way. One major challenge with this behavior is that the supply airflow rate and outside air 
fraction  change  continuously  from minute  to minute.  In  order  to  assign  appropriate  airflow  values  to  records  in  each 
minute, supply airflow velocity and outside air damper position were used as proxy  indicators. UC Davis used a specially 
designed tracer gas airflow measurement system (Woolley 2015, ASTM 2011) to develop a map of the supply air flow rate 






































































































































































These  results  clearly  illustrate  that  the  Rebel  has  unique  capability  to  adjust  capacity  continuously  to match  load;  sensible  cooling  capacity  is  observed  to  span 
anywhere  from 20 – 200 kBtu/hr.  In heating mode  the Rebel  spent much  less  time  in variable  capacity  states; and apart  from  transient observations,  the heating 
capacity ranged from 160 kBtu/hr at 40°F to 225 kBtu/hr at 55°F.  
The Rebel’s first stage compressor can operate with variable speed, while the second compressor is fixed speed. The system layers operation of these two compressors 
to achieve a continuous  range of operation. As outside  temperature  increase,  the  room cooling  load  increases, and capacity  increases accordingly. However,  these 
results indicate that for the application observed the Rebel tends to reach full speed operation when outside temperature is around 75°F. Above that point, sensible 
cooling capacity continues  to  increase, but  the  increase can be attributed  to  the changing  inlet conditions and not  the changing compressor speed. The distinction 
between variable speed periods and full speed periods can be readily observed for results from April, which show a distinct change  in slope around 75°F. Almost all 
instances of in July operated at full speed. 























































Figure 10 presents  the electric power draw observed  in each mode of operation across a  range of outside air  conditions  for one month periods  in  three different 
seasons.  System power draw  in each  cooling mode  increases  as outside  temperature  increases. As discussed  for  tends  in  cooling  capacity, part of  this  increase  is 
associated with variable speed fan and compressor operation, and part of the trend is associated with  increased head pressure as the condensing temperature rises. 
The distinct change  in slope at around 75°F  is occurs because  the unit  reaches  full speed operation at  this point. For outside air  temperatures above  this point, all 
change in power draw is associated with changes in the inlet conditions, and not with changes in fan and compressor speeds. Above 75°F, in this application, the Rebel 
behaves exactly like a conventional rooftop unit and power draw rises with outside air temperature at a rate of 0.1 kW/°F.   





times  larger.   Annually, for the approximately 1,500 hours of ventilation only operation, this capability achieves more than 2,000 kWh energy savings.    In  lower  load 
buildings, ventilation mode occupies an even larger fraction of operation hours and the variable speed fan capability represents an even more significant benefit.   
   











































































It should be noted that the full speed airflow  for this unit was measured at slightly above 8,000 cfm.   This  is  incredibly high  for a rooftop unit of this size. The unit 
operates with  full speed airflow  rate of 640 cfm/ton, which  is almost  twice as high as  rule of  thumb guidelines  for  the supply airflow  from constant volume vapor 
compression  equipment.  Consequently,  the  supply  air  temperature  from  this  unit  somewhat warmer  than would  be  expected  from  a  conventional  rooftop  unit. 











































































delivered  for  the purposes of  indoor air quality. Figure 12 presents  the ventilation airflow  rate observed  in all  instances of operation across a  range of outside air 
conditions  for one month periods  in  three different  seasons.   These observations  show  that even  though  the damper adjusts  in  sequence with  the  fan  speed,  the 
amount of ventilation supplied to the building can vary dramatically. 
The design ventilation rate for the unit was 2,250 cfm. Of course, when the unit operates in economizer modes the ventilation rate is much higher, and nearly equal to 



















































































































































































As described previously, maximum system capacity  is a function of outdoor air temperature. Maximum capacity in April  is  lower than that  in a hotter month such as 
























































































































January April July 









with  higher  efficiency  part  capacity  operation. Of  course,  these  observations  imply  that  the  extent  to which  savings  are  achieved will  hinge  significantly  on  the 
application and operation of a machine. We recommend that efforts to advance advanced rooftop units should press the importance of strategic equipment sizing.  In 
fact, it appears that the characteristics associated with variable speed equipment demand that conventional standards and guidelines for selection and ‘right sizing’ of 
efficient  rooftop unit  equipment  should be  revised.    In particular,  traditional  concerns  about negative  impacts  associated with oversizing  air  conditioners may be 
inappropriate for variable speed equipment and ‘over sizing’ equipment could actually be preferred. 	  
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For  the  sake of  comparison with  field data,  the baseline unit performance  is presented  in  terms of  the  sensible  system 
capacity, and sensible system efficiency, across a range of outside air temperature, for a fixed relative humidity of 30% and 
with an outside air  fraction equivalent to what was observed  for the Rebel. Figure 18 A can be compared directly to the 
characteristic  trends  for sensible system cooling capacity presented  in Figure 9. Figure 18 B can be compared directly  to 
Figure 8. 
The  comparison  shows  that  the Rebel achieves better efficiency  than a minimally  compliant  rooftop unit across  the  full 







IEER  18.5 11.6 
















somewhat undersized  for  the application  studied, which  resulted  in many more  full  load operating hours  than might be 
expected  for  a  typical  application.  Full  speed  operation  accounted  for  nearly  50%  of  all  operating  hours  in  April  and 
practically 100% of operating hours  in July. As a result, the unit had  little opportunity to gain from some of  its advanced 
features. Moreover,  since  the Rebel achieves much higher efficiency at part capacity, a  system  that  is oversized  for  the 
application  should  generally use  less  energy  than  a  system  that  is  “right  sized”.  For  comparison,  the  industry  standard 
Integrated  Energy  Efficiency Ratio  (AHRI 2011)  supposes  that 98% of  the  annual  cooling need  in  a  commercial building 
occurs below 82°F with less than 75% of the peak load; and that more than 35%  of the annual cooling need occurs below 
70F and with  less  than 50% of  the peak  load. The actual distribution of  load  in a particular building makes an enormous 
difference  in  the  overall  efficiency  achieved.  Furthermore,  since  variable  speed  air  conditioners  operate  with  higher 
efficiency at part speed,  their broader application  introduces some new challenges about how air conditioners and heat 
pumps should be properly selected. 
This field  installation offered many  lessons for future application of advanced rooftop unit technologies.  In particular, the 
experience  highlights  the  need  for  increased  education  and  training  for  industry  practitioners.  Initially,  there  were  a 
number of problems with  the equipment  setup  that  caused  the  system  to use  substantially more energy  than  it  should 
have. None  of  the  problems  resulted  from  technical  failure  for  the  unit,  but  the  complexity  for  setup  compared  to  a 
conventional  rooftop  air  conditioner was  a  significant  challenge  for  the  installing  contractor,  and  substantial  effort was 
required to address even the most obvious problems.  In the end the research team  identified several smaller  issues that 
were not initially apparent and which were never addressed. 
We highly recommend that utility programs and standard regulations embrace the technical opportunity presented by this 
type of advanced rooftop air conditioner.   We expect  that  the strategies  introduced by  these new products will become 
mainstay features for future HVAC equipment, but we recognize that  in the  interim there  is a significant need for efforts 
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